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SECTION SF 30 BLOCK 14 CONTINUATION PAGE

SUMMARY OF CHANGES

SECTION SF 30 - BLOCK 14 CONTINUATION PAGE

The following have been added by full text:
REVISED SCOPE OF WORK

Scope of Work (SOW)

. The following SOW for maintenance on a Solution 2000 Type 1 deionized water system at the
Washington Aqueduct covers a base year and four Option Years beginning October 2005.

Il. The contractor agrees to provide the services and supplies listed in Section 111 to the Washington
Aqueduct at 5900 MacArthur Blvd., N.W. Washington D.C. 20016-2514.

A. Under the following terms:

1. Contractor shall make one (1) regular preventive maintenance call on a monthly
basis effective date of the award.

2. Contractor shall inspect the equipment at each visit and make the necessary
adjustments or repairs.

3. Contractor shall provide two (2) labor-free emergency calls
4, Emergency service will begin within twelve (12) hours of a request.
5. Contractor shall perform all work during its regular business hours on regular

business days, except for emergency service.

6. It is understood that the portable exchange carbon and mixed bed tanks remain
the property of contractor.

B. Description of Equipment

The reverse osmosis/deionized water system located at the Washington Aqueduct
consists of the following equipment.

1. (1) NI-OA 44 Organic Absorption Carbon Filter
2. (1 Water Softener
3. (1) HR(PA)330 Orion Reverse Osmosis Unit

4. (1) Raven 100 Gallon Water Storage Tank
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@ Distribution Pump
(1) Sanitron Ultraviolet Sterilizer
(4) NI-MB36 Mixed Bed Deionizer
(2) wall Mount 20” Post Filter Housing
(1) Thornton 770PC Resistivity Monitor
(1) RO-DI 11AU Solution 2000 Type | System

Il Listing of Supplies and Services

A

Supplies

i L e

0.
1.

Eleven (11) PX0510 5 Micron 10-inch Prefilter Elements
Twenty (20) WSS50-S Solar Salt

One (1) Sanitron Ultra Violet Sterilizer Quartz Sleeve
One (1) Sanitron Ultra Violet Sterilizer Bulb

One (1) FPNO21CGS Vent Filter

Four (4) FPN922CGS Final Filter Elements

Two (2) OA44 Organic Adsorption Columns

Four (4) MB44 Deionization Columns

One (1) UV2000RM Solution 2000 UV Module

Two (2) 2613MIT Solution 2000 Purification Kit
Two (2) CC1050 Solution 2000 RO Pre-Filter

Services
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Monthly Preventative Maintenance Visit on all Equipment.
Monthly Resistivity Monitor Calibration

Monthly Water Analysis

Monthly 10-inch 5 Micron Pre-Filter Replacement
Semi-Annual 20-inch .2 Micron Post-Filter Replacement
Annual Ultra Violet Sterilizer Lamp Replacement

Annual Ultra Violet Sterilizer Sleeve Replacement

Annual 10-inch .2 Micron Vent Filter Replacement
Semi-Annual OA44 Carbon Filter Exchange

. Semi-Annual MB44 Mixed Bed Deionizer Exchange

. Semi-Annual Solution 2000 RO Pre-Filter Replacement

. Semi-Annual Solution 2000 Purification Kit Replacement
. Annual Solutions 2000 UV Bulb/Sleeve Replacement

. Monthly Brine Tank Replenishment

. Two (2) Labor-Free Emergency Service Calls.
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SECTION SF 1449 - CONTINUATION SHEET

SOLICITATION/CONTRACT FORM
The required response date/time has changed from 10-Nov-2005 11:00 AM to 16-Nov-2005 11:00 AM.

The following have been deleted:
SCOPE OF WORK

(End of Summary of Changes)



